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Seams Steering Group of the Western Interconnection
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Transmission Constrained Generation
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Oregon

Southern
California

Histogram flow data 
derived from 
unconstrained average 
water- medium gas 
2008 scenario 
Note: data represent 
theoretical upper 
bound on where power 
“wants” to flow if flows 
are unconstrained

Vertical blue 
bars - indicate 
forward 
capacity limits 
&  red bars
indicate reverse 
capacity limits 
of  path.  Black 
bars indicate 
zero axis 
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Background map courtesy of Western Electricity Coordinating Council

SSG-WI Study Proposed 
Transmission Additions

Background map courtesy of Western Electricity Coordinating Council
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RMATS RMATS -- Transmission SolutionsTransmission Solutions
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Seams Steering Group of the Western InterconnectionRMATS RMATS -- Recommendation 1 Transmission ProjectsRecommendation 1 Transmission Projects
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Data required for identification of bottlenecks in the Western GData required for identification of bottlenecks in the Western Gridrid

– Historic data
» reflects current drivers such as generation & load patterns, transmission 

operating practices, reliability standards, business & pricing practices, market 
structure

» required to indicate where expansion is possibly needed & to benchmark models.
– Input data & assumptions

» For modeling & simulation studies
» Needed to predict how the transmission grid will be loaded in future or 

assumptions change - load growth, new generation, fuel prices, usage patterns, 
business & market structures, & operating practices

– Model output results
» Predict future transmission loadings, congestion, reliability issues, locational 

prices & cost/benefit impacts 
» By aggregate and individual parties & sub-areas for cost/benefit allocation
» Needed for expansion or operating decisions
» Needed for policy & market design decisions



11

Seams Steering Group of the Western Interconnection

Historic DataHistoric Data
SSG-WI Historic Path Actual Loadings 

• Actual flows reflect result of schedules, netting, existing contractual rights, 
reservation limitations & business practices 

• Data is available for Critical Paths that have been identified as having past 
curtailment problems

Schedules
• Contract Path requirements & usually doesn’t reflect loopflow
• May be limiting on paths before actual loadings under present WECC 

operating practices 

OASIS Reservation Requests 
• Includes transmission needed to held open for reserves & backup
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Model Data for SSGModel Data for SSG--WI StudyWI Study
Scenarios & assumptions for future cases developed by the Technical Support 
Group - consensus
Area load growth predictions 

– From participants, WECC, IRPs, & States
– Local area diversities included

Generation expansion levels & location scenarios from industry advocates of 
various resource types (including DSM)
System transmission powerflow data

– WECC Data (NERC Reliability Council)
– Impedance & flow distributions, location of loads & generation, path ratings

Public domain data using “typical data” from industry for market sensitive data
– Unit heat rates, fuel prices, hydro output curves, transmission cost effects

Resource Planning Margin of 15% for all scenarios
RTO “Like” Market Structure without seams assumed 
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Model Output DataModel Output Data
– Expansion Costs 

• Aggregate & individual 
• Generation & Transmission Capital

– Predicted individual hourly path loadings 
• Level & duration 

– Generation performance & costs
• Aggregate & individual

– Variable Operating & Maintenance costs 
• Fuel
• Regional, local, individual for scenarios & benchmark 

– Locational costs for energy delivered at load busses
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